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Gas Heat Sooting – Troubleshooting Flowchart

Start

Foundation / Precedent

Natural Gas Pressures
should be:

Supply = 4.0 to 14" WC
Manifold High Fire = 3.5" WC
Manifold Low Fire = ~1.8" WC

Is the supply pressure
to the gas valve in the

correct range listed
above?

Adjust the upstream
regulator to dial the

supply pressure into the
correct range

NO

YES

Foundation / Precedent

Liquid Propane Gas Pressures
should be:

Supply = 11 to 14" WC
Manifold High Fire = 10" WC
Manifold Low Fire = 4.8" WC

Is the manifold
pressure in the

correct range listed
above?

YES

NO

Sooting is caused by the wrong
mixture of gas and air

Adjust the unit gas valve
to dial the

manifold pressure
into the correct range

Is the correct gas
orifice(s) installed?

NO

YES

Is there an
obstruction in the

combustion airflow?

NO

YES
Clear the

obstruction

Install the
correct gas orifice(s)

Is the correct air
orifice installed?

NO

YES

Install the
correct air orifice

Try increasing the size of
the air orifice

Voyager 2

Modulating Gas Heat
Natural Gas ONLY Pressures should be:

Supply = 4.0 to 14" WC
Manifold = -0.2" WC ± 0.15" WC

Staged Gas Heat
Natural Gas or Propane Pressures should be:

Supply = 4.0 to 14" WC
Manifold = 0.1" WC (Range 0.05 to 0.3" WC)

Is the
heat exchanger or

exhaust flue
restricted?

YES

NO

Remove restriction

Is inducer /
combustion fan motor

providing correct
airflow at high and

low fire?

NO

YES

Troubleshoot motor


